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DESCRIPTIONS

JUNCTION BOX, MTD 1’'—6" AFF UNLESS NOTED OTHERWISE
MOTOR, NUMBER DENOTES HORSEPOWER

GENERATOR

PULL BOX

LIGHTING OR LIGHTING/POWER PANELBOARD
DISTRIBUTION OR POWER PANELBOARD

CONTROLLER, MAGNETIC

COMBINATION CONTROLLER AND DISCONNECT SWITCH
FUSED OR UNFUSED DISCONNECT SWITCH

UNIT HEATER BLOWER MOTOR

VENTILATOR OR FAN COIL UNIT OUTLET

CONDUIT TERMINATED 6" AFF IN STANDARD BOX FOR
EXTENSION TO EQUIPMENT AS DIRECTED

CONDUIT TERMINATED W/COUPLING (FLUSH W/FINISHED FLOOR)
FOR EXTENSION TO EQUIPMENT AS DIRECTED

UNDERFLOOR DUCT AND JUNCTION BOX (DOUBLE SYSTEM:
2 LINES, SINGLE SYSTEM 1 LINE)

FLEXIBLE CONDUIT — 1/2", W/3 #12 WIRES

DESCRIPTIONS
BATTERY
HIGH VOLTAGE OIL CIRCUIT BREAKER
HIGH VOLTAGE DRAWOUT AIR CIRCUIT BREAKER
SWITCH AND FUSE UNIT
MOLDED CASE CIRCUIT BREAKER
LOW VOLTAGE DRAWOUT AIR CIRCUIT BREAKER

FUSED DRAWOUT POTENTIAL TRANSFORMER

AMMETER

VOLTMETER

WATTMETER

WATT-HOUR METER

INSTANTANEOUS OVERCURRENT OR RATE—OF—RISE RELAY
AC—TIME OVERCURRENT RELAY

AC—DIRECTIONAL OVERCURRENT RELAY

LOCKING OUT RELAY

LIGHTNING ARRESTOR
GROUND CONNECTION
POTHEAD

STRESS CONE
PUSH—BUTTON STATION

CURRENT TRANSFORMER

DESCRIPTIONS

COMBINATION SWITCH & DUPLEX RECEPTACLE (4'—-6" AFF
UNLESS OTHERWISE NOTED)

DROP CORD, SINGLE CONVENIENCE OUTLET, 3—WIRE,
GROUNDING TYPE, 20A, W/#12 CONDUCTORS IN FLEXIBLE
CORD (CENTERLINE OF OUTLET: 6'—6" AFF—MINIMUM).

ELECTRICAL STRIP MOLD (OUTLETS ON 2'—0" CENTERS OR
AS DESIGNATED ON DRAWINGS), MTD 3’6" AFF OR AS
INDICATED.

SINGLE RECEPTACLE — 20A, MTD. 18" AFF UNLESS OTHERWISE
NOTED.

DUPLEX RECEPTACLE (HOSPITAL GRADE) — 20A, MTD. 18”
AFF. SUBSCRIPT "GFI” INDICATES GROUND FAULT TYPE;

"N” INDICATES NOT HOSPITAL GRADE; "ST” INDICATES (15A)
SAFETY TYPE; AND "I” INDICATES ISOLATED GROUND (IF USED).

DUPLEX RECEPTACLE SWITCHED 18" AFF UNLESS OTHERWISE
NOTED.

3—GANG COMPARTMENT BOX IN FLOOR FOR TELEPHONE,
SIGNAL & RECEPTACLE.

DUPLEX RECEPTACLE ON EMERGENCY CIRCUIT — 20A, MTD
18" AFF WITH 1/4” "EMERGENCY” ENGRAVED LETTERS FILLED

WITH RED ENAMEL. SUBSCRIPT "P” INDICATES RECEPTACLE
WITH INTERNAL NEON LIGHT.

GROUND JACK

DESCRIPTIONS

EXISTING UNDERGROUND CONDUIT
NEW CONDUIT

HOME RUN TO PANEL—ARROWHEADS INDICATE CIRCUITS.
WIRES INDICATED ARE GREEN GROUND, NEUTRAL AND
THREE HOT LEGS (A DIFFERENT PHASE FOR EACH CIRCUIT).
MAXIMUM THREE CIRCUITS PER CONDUIT.

RISER UP
RISER DOWN
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ALL WORK SHALL BE PERFORMED, MONDAY THRU FRIDAY, DURING NORMAL BUSINESS HOURS OF 4:00PM — MIDNIGHT
AND 8:00AM — 4:00PM SATURDAY, SUNDAY AND HOLIDAYS, EXCEPT AS APPROVED BY THE COTR.

NOT USED.

CONTRACTOR SHALL ABIDE BY THEIR OWN EXPENSE TO THE LATEST EDITIONS OF ALL OSHA REGULATIONS AND
REQUIREMENTS.

CONTRACTOR SHALL BE RESPONSIBLE TO VERIFY AND ASCERTAIN IN THE FIELD, ALL EXISTING UTILITIES, EXISTING
CONDITIONS, FIELD MEASUREMENTS, DIMENSIONS, QUANTITIES, RELATED TO THE PROJECT.

NOT USED.

CONTRACTOR SHALL SUBMIT FOR APPROVAL ALL MATERIALS USED FOR CONSTRUCTION AND ALL EQUIPMENT INTENDED
FOR INSTALLATION IN THIS PROJECT.

THE CONTRACTOR SHALL BE RESPONSIBLE TO VERIFY AND ASCERTAIN THE LOCATION, DEPTH, DIRECTION, SIZE, OF
ANY AND ALL UTILITIES EXISTING IN THE GENERAL VICINITY OF THE WORK AREA.

IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY TO REPAIR ANY UTILITY DISRUPTED, BROKEN, OR OTHERWISE
RENDERED NON—-FUNCTIONABLE DUE TO THE WORK PERFORMED AT NO ADDITIONAL COST TO THE GOVERNMENT
DURING THIS COURSE OF WORK.

THE CONTRACTOR SHALL IDENTIFY ANY NON—FUNCTIONING UTILITY/SYSTEM, PRIOR TO THE START OF WORK TO THE
CONTRACTING OFFICER. IDENTIFICATION OF SUCH AFTER THE START OF WORK SHALL BE DEEMED AS

DISTURBED/DAMAGED BY THE CONTRACTOR AND SHALL BE REPAIRED AT THE EXPENSE OF THE CONTRACTOR.

IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY TO PROPERLY SUPPORT ANY UTILITY ENCOUNTERED IN THE COURSE
OF THIS WORK.

THE CONTRACTOR SHALL LEAVE THE WORK SITE CLEAN AND SECURED AT THE END OF EACH WORKING DAY. THE
WORK SITE SHALL NOT BE LEFT UNATTENDED AT ANY TIME BY THE CONTRACTOR, UNLESS THE WORK AREA IS
PROPERLY SECURED BY THE CONTRACTOR.

THE CONTRACTOR IS ADVISED THAT THEY ARE SOLELY RESPONSIBLE FOR THE SAFETY OF THE WORKSITE AND TAKE
ALL ACTIONS TO ELIMINATE ANY SAFETY HAZARDS THAT SHALL EXIST AND POSE A THREAT OF HARM TO PATIENTS,

EMPLOYEES OF THE GOVERNMENT, EMPLOYEES OF THE CONTRACTOR OR OTHER(S). IT SHALL BE THE SOLE
RESPONSIBILITY OF THE CONTRACTOR TO TAKE IMMEDIATE ACTION TO ALLEVIATE ANY SAFETY HAZARD THAT MAY EXIST
WITHOUT DIRECTION FROM THE CONTRACTING OFFICER OR HIS DESIGNEE.

THE CONTRACTOR SHALL TAKE IMMEDIATE CORRECTIVE ACTION TO ALLEVIATE ANY SAFETY HAZARD, CONDITION, ETC.,
AS INDICATED BY THE CONTRACTING OFFICER.

ALL WORK SHALL BE AS DIRECTED BY REPRESENTATIVES OF THE DEPARTMENT OF VETERANS AFFAIRS.

THERE SHALL BE NO CLAIMS AGAINST THE DEPARTMENT OF VETERANS AFFAIRS FOR WORK STOPPAGES DUE TO ACTS

OF GOD, WEATHER CONDITIONS, STOP WORK ORDERS (VERBAL AND/OR WRITTEN), UNDERESTIMATION OF WORK,
ESTIMATED QUANTITIES, MATERIALS, SUPPLIES, TOOLS, CORRECTION OF SAFETY PROBLEMS, OR ANY OTHER REASON.

AT THE COMPLETION OF THE PROJECT, THE CONTRACTOR SHALL PROVIDE TO THE DEPARTMENT OF VETERANS
AFFAIRS AN "AS CONSTRUCTED DRAWING” FOR THE WORK. THIS DRAWING SHALL BE SUBMITTED AS AN AUTOCAD,
28" BY 40", DRAWINGS. THIS DRAWING SHALL BE TECHNICALLY CORRECT AND DRAWN ACCORDING TO SOUND
ENGINEERING PRINCIPLES. THIS SHALL SHOW ALL ELEVATIONS, DISTANCES, DIAMETERS, SCHEDULES, MATERIALS
INSTALLED, SEQUENCE OF OPERATIONS OF ANY AND ALL ITEMS TO THE DEPARTMENT OF VETERANS AFFAIRS.

CONTRACTOR IS ADVISED THAT THEY ARE RESPONSIBLE TO MAINTAIN ALL MEASUREMENTS DURING THE COURSE OF
THIS PROJECT AND DIMENSIONS MISSING ON THE MYLAR SHALL NOT BE ACCEPTABLE. FINAL PAYMENT SHALL NOT
BE PROVIDED UNTIL THIS DRAWING IS SUBMITTED AND APPROVED. A COMPLETE, ACCEPTABLE, SEPARATE,
ENGINEERING "AS CONSTRUCTED DRAWING” IS REQUIRED FOR EACH UTILITY.

CONTRACTOR SHALL SAW CUT WITH PROPER BLADE ANY CONCRETE ENCOUNTERED IN THE COURSE OF THIS WORK.
ALL HOLES SHALL BE CORED DRILLED WITH DIAMOND CORE BITS.
THE USE OF JACK HAMMERS IS PROHIBITED.

CONTRACTOR SHALL BE RESPONSIBLE TO REMOVE ANY AND ALL DEBRIS FROM THE MEDICAL CENTER DAILY AND
DISPOSE OF SAME OFF THE FACILITY IN ACCORDANCE WITH ALL LOCAL AND STATE REGULATIONS.

THE DEPARTMENT OF VETERANS AFFAIRS SHALL RETAIN THE RIGHT TO RETAIN ANY TOP SOIL, SOIL, REMOVED OR
EXCAVATED DURING THE COURSE OF THIS PROJECT. THE CONTRACTOR SHALL MOVE THIS TO STORAGE AT THE
MEDICAL CENTER TO A LOCATION AS DIRECTED BY THE VETERANS ADMINISTRATION. IT SHALL BE THE CONTRACTOR'S
RESPONSIBILITY TO REMOVE ANY SOIL, TOP SOIL DEEMED UNSUITABLE BY THE DEPARTMENT OF VETERANS AFFAIRS
AND TO DISPOSE OF SAME PROPERLY FROM THE MEDICAL CENTER.

CONTRACTOR SHALL PROVIDE FOR OWN STORAGE SPACE AND SECURITY FOR SAME.
PROHIBITED FROM USING VA SPACE FOR STORAGE.

CONTRACTOR SHALL BE
ALL WORK SHALL BE PERFORMED BY THOSE WHO ARE SKILLED IN THEIR TRADE, JOURNEYMEN MECHANICS, TO
PRODUCE A FIRST CLASS JOB. THE CONTRACTOR IS ADVISED THAT WORK DEEMED.

UNSUITABLE, UNACCEPTABLE, SECOND CLASS IN NATURE, BY THE VETERANS ADMINISTRATION SHALL BE DEEMED
NON—ACCEPTABLE AND THE CONTRACTOR SHALL REMOVE, REPLACE, RE-DO, TO THE SATISFACTION OF THE
DEPARTMENT OF VETERANS AFFAIRS, THE UNACCEPTABLE WORK AT NO ADDITIONAL COST TO THE GOVERNMENT.
THERE SHALL BE NO ADDITIONAL CLAIMS AGAINST THE DEPARTMENT OF VETERANS AFFAIRS FOR THE ABOVE.
NOT USED.

ALL QUANTITIES SHOWN ON THE DRAWING ARE ESTIMATED QUANTITIES ONLY. IT SHALL BE THE RESPONSIBILITY OF
THE CONTRACTOR TO FIELD VERIFY AND ASCERTAIN ALL EXISTING CONDITIONS, DIMENSIONS AND QUANTITIES.

NOT USED.

THE CONTRACTOR SHALL BE RESPONSIBLE TO REPAIR ANY DAMAGE CAUSED BY CONSTRUCTION OF THIS PROJECT AT
THE CONTRACTOR'S EXPENSE.

NOT USED.

NOT USED.

CONTRACTOR SHALL INSTALL AND MAINTAIN DUST BARRIERS AS DIRECTED BY THE COTR.

THE GOVERNMENT SHALL NOT BE LIABLE TO THE CONTRACTOR FOR DELAYS DUE TO NON-DELIVERY OF MATERIALS,
WEATHER DELAYS, MANPOWER SHORTAGE, SUBMITTAL DELAYS, SUBMITTAL RETURNS, WORK STOPPAGES BY
REPRESENTATIVES OF THE GOVERNMENT, FOR ANY REASON, SAFETY DELAYS, REMOVAL AND REPLACEMENT OF WORK
DEEMED NON-ACCEPTABLE BY THE GOVERNMENT.

PRIOR TO ANY WELDING, CUTTING, BRAZING, SOLDERING, THE CONTRACTOR SHALL OBTAIN A HOT WORK PERMIT FROM
THE DEPARTMENT OF VETERANS AFFAIRS.

WITHOUT THIS PERMIT, HOT WORK SHALL NOT BE PERMITTED BY THE GOVERNMENT.
THE CONTRACTOR SHALL MAINTAIN SECURITY FOR THE WORK AREA AND PROVIDE KEYS TO THE COTR FOR ACCESS.

THE CONTRACTOR SHALL PROVIDE STORAGE FOR MATERIALS.
VETERANS AFFAIRS BUILDINGS.

MATERIALS SHALL NOT BE STORED IN DEPARTMENT OF
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. THE CONTRACTOR SHALL MAINTAIN THE WORK SITE IN A NEAT AND CLEAN CONDITION.

THE WORK SITE SHALL BE BROOM
CLEANED AT THE END OF EACH WORKING DAY.

THE CONTRACTOR SHALL SECURE ALL EXTERIOR WORK AND STAGING AREAS WITH ACCEPTABLE 10’ TALL CHAIN LINK FENCING.

THE CONTRACTOR SHALL NOT LEAVE THE WORK AREA UNATTENDED FOR ANY REASON, UNLESS SAFETY PARTITIONS, SAFETY
FENCING ARE INSTALLED AND SECURED.

THE CONTRACTOR SHALL PARK IN APPROVED PARKING SPACES ONLY.

THE CONTRACTOR IS ADVISED THAT ANY RIGGING SHALL BE PERFORMED BY PROFESSIONAL RIGGERS AT THE EXPENSE OF THE
CONTRACTOR.

THE CONTRACTOR SHALL BE ADVISED THAT THERE MAY BE ASBESTOS ENCOUNTERED AT ANY TIME ON THE SITE. THE
CONTRACTOR SHALL BE ADVISED THAT IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO REMOVE ANY ASBESTOS
ENCOUNTERED AND DISPOSE OF IT PROPERLY OFF THE SITE AND IN ACCORDANCE WITH ALL LOCAL, CITY, STATE, FEDERAL,
VA RULES REGULATIONS, LAWS, STATUTES AND OTHERS.

THE CONTRACTOR SHALL TURN OVER, TO THE GOVERNMENT, AN END USER WASTE DISPOSAL MANIFEST.

THE CONTRACTOR SHALL HAVE ALL ASBESTOS TESTING, MONITORING, REPORTING PERFORMED BY TESTING LABORATORY
APPROVED BY THE VA.

CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OF ANY DAMAGE TO EXISTING IMPROVEMENTS OR LANDSCAPING
WHICH IS TO REMAIN AT NO EXPENSE TO THE OWNER.

CONTRACTORS AND SUBCONTRACTORS SHALL OBTAIN, AT CONTRACTORS EXPENSE, ALL NECESSARY PERMITS.

THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION, PROTECTION AND REPAIR OF ALL EXISTING UTILITIES.
CONTRACTOR IS RESPONSIBLE FOR CONTACTING ALL THE RESPECTIVE UTILITY COMPANIES AND HAVING ALL UTILITIES
FIELD LOCATED PRIOR TO CONSTRUCTION. CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL LOCATIONS OF
EXISTING STRUCTURES AND UTILITIES SHOWN ON THE DRAWINGS. CONTRACTOR IS RESPONSIBLE FOR REPAIR

AND/OR REPLACEMENT OF ANY STRUCTURES AND/OR UTILITIES DAMAGED BY THE CONTRACTORS OR
SUBCONTRACTORS OPERATIONS.

PRIOR TO ANY DIGGING ON SITE, CONTRACTOR TO CALL 1-800—-272-1000 (NEW JERSEY ONE—CALL CENTER) TO
HAVE EXISTING UNDERGROUND UTILITIES LOCATED.

ALL ELECTRICAL CONDUITS SHOWN ARE EXISTING. EXACT LOCATIONS OF CONDUITS MAY VARY SLIGHTLY FROM
THESE DRAWINGS. REPORT ALL DISCREPANCIES TO THE VA.

THE CONTRACTOR SHALL PERFORM ALL ELECTRICAL WORK IN ACCORDANCE WITH CURRENT EDITION OF NFPA, DIV
70 & DIV 72 & 2012 LIFE SAFETY CODE.

MINIMUM SIZE OF CONDUIT SHALL BE %" COUPLINGS AND CONNECTORS SHALL BE GLAND/RING COMPRESSION
TYPE ONLY. ALL CONNECTORS SHALL CONTAIN INTEGRAL INSULATED NYLON BUSHINGS.

ALL NEW CIRCUITS SHALL HAVE A SEPARATE GREEN GROUND CONDUCTOR, PROPERLY SIZED PER THE NEC, OR AS
SPECIFIED.

MINIMUM SIZE WIRE SHALL BE #12 AWG. INSULATION SHALL BE DUAL RATED THHN/THWN OR XHHW.
CONTRACTOR SHALL SUBMIT FOR APPROVAL A PHYSICAL SAMPLE OF ALL WIRE USED ON THIS PROJECT.

CIRCUITS SHALL BE DESIGNED FOR MINIMUM OF 20 AMPS.
ALL DEVICES SHALL BE UL APPROVED.

ANY PENETRATIONS THRU THE BUILDING SHALL BE SLEEVED WITH GALVANIZED STEEL SLEEVE. THIS SHALL BE
SEALED AGAINST WEATHER INFILTRATION PROPERLY AND TO THE SATISFACTION OF THE CONTRACTING OFFICER.

THE CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE AND INSTALL BUSS DETAIL IF SAME IS NON—EXISTENT.
ANY AND ALL BREAKERS ADDED TO THE PANEL SHALL BE BOLT ON, PROPERLY SIZED AND COMPATIBLE WITH THE
PANEL. AS A MINIMUM, THE CONTRACTOR SHALL INSTALL BREAKERS WITH A MINIMUM RMS VALUE OF 10,000.

CONTRACTOR SHALL BE PROHIBITED TO USE THE ELECTRICAL DISTRIBUTION PANEL AS A SPLICE BOX. THE
CONTRACTOR IS PROHIBITED FROM MAKING ANY ELECTRICAL SPLICE IN THE PANEL BOX.

NOT USED.

THE CONTRACTOR SHALL LABEL ALL CIRCUITS IN J BOXES AND ON THE COVERS OF J BOXES. THIS SHALL BE
COMPLETED AND LABELED WITH VOLTAGE, AMPERAGE, CIRCUIT NUMBER, PANEL AND BREAKER NUMBER, AT EACH
LIGHTING POLE LOCATION AND WHETHER THE CIRCUIT IS A NORMAL, EMERGENCY, CRITICAL, OR OTHER CIRCUIT.

THE CONTRACTOR SHALL LABEL ALL CIRCUITS IN THE PANEL, BOX AND EDIT THE PANEL LABEL ACCORDINGLY.
THE CONTRACTOR SHALL PROVIDE A NEW TYPED PANEL DIRECTORY (4 COPIES) AS APPROVED BY THE
CONTRACTING OFFICER.

THE CONTRACTOR SHALL TURN OVER TO THE CONTRACTING OFFICER AND PROVIDE ALL CATALOGS, OPERATING
INSTRUCTIONS, MAINTENANCE MANUALS FOR ANY SYSTEM.

ALL RECEPTACLES SHALL BE HOSPITAL GRADE "GREEN DOT”, 20 AMP OR AS SPECIFIED ELSEWHERE IN THE
DRAWINGS AND SPECIFICATIONS. RECEPTACLES SHALL BE COLORED "RED” IF INSTALLED ON THE EMERGENCY
GENERATOR CIRCUIT, OR "BLUE" IF INSTALLED ON ANY OF THE UPS CIRCUITRY. OTHER COLORS SHALL BE AS
DESIGNATED IN THE DRAWINGS AND SPECIFICATIONS OR AS DESIGNATED BY THE CONTRACTING OFFICER.

ALL SWITCHES SHALL BE MINIMUM OF HEAVY DUTY INDUSTRIAL TYPE, 20 AMP OR AS SPECIFIED ELSEWHERE IN
THE DRAWINGS AND SPECIFICATIONS.

NOT USED.
NOT USED.

THE CONTRACTOR SHALL BOND ALL EQUIPMENT DEVICES, BACKBOXES, JUNCTION BOXES, SPLICE AND PULL BOXES
TO THE GROUNDING CONNECTOR.

CONTRACTOR SHALL PROVIDE SCHEDULE TO CONTRACTING OFFICER FOR APPROVAL FOR WORK IN CRITICAL AREAS.
PRIME AND OVERTIME SHALL BE AT NO ADDITIONAL COST TO VA.
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DEMOLITION NOTES:

1.

CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OF ANY DAMAGE TO EXISTING
IMPROVEMENTS OR LANDSCAPING WHICH IS TO REMAIN AT NO EXPENSE TO
THE OWNER.

THIS MAP WAS COMPLETED FOR GENERAL PLANNING ONLY, FOR DESIGN
PURPOSES THIS MAP SHOULD BE FIELD CHECKED AND VERIFIED FOR
ACCURACY.

CONTRACTORS AND SUBCONTRACTORS SHALL OBTAIN, AT CONTRACTORS
EXPENSE, ALL NECESSARY PERMITS.

THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION, PROTECTION AND
REPAIR OF ALL EXISTING UTILITIES. CONTRACTOR IS RESPONSIBLE FOR
CONTACTING ALL THE RESPECTIVE UTILITY COMPANIES AND HAVING ALL
UTILITIES FIELD LOCATED PRIOR TO CONSTRUCTION. CONTRACTOR IS
RESPONSIBLE FOR VERIFYING ALL LOCATIONS OF EXISTING STRUCTURES AND
UTILITIES SHOWN ON THE DRAWINGS. CONTRACTOR IS RESPONSIBLE FOR
REPAIR AND/OR REPLACEMENT OF ANY STRUCTURES AND/OR UTILITIES
DAMAGED BY THE CONTRACTORS OR SUBCONTRACTORS OPERATIONS.

CONTRACTOR TO STAKE OUT ALL NEW WORK TO VERIFY DIMENSIONS AND
ELEVATIONS PRIOR TO CONSTRUCTION IF A CONFLICT EXISTS CONTACT
ENGINEER IMMEDIATELY.

ALL EXISTING SITE LIGHT POLES, FIXTURES AND OVERHEAD WIRING ARE
OWNED BY THE UTILITY COMPANY. ALL DISCONNECTS AND REMOVALS SHALL
BE BE COORDINATED WITH UTILITY COMPANY. PRIOR TO ANY WORK
CONTRACTOR SHALL SUBMIT TO THE VA A PROTOCOL FOR REMOVAL OF
UTILITY OWNED EQUIPMENT. IT SHALL BE THE CONTRACTOR’'S RESPONSIBILITY
TO PROPERLY DISPOSE OF EQUIPMENT AS COORDINATED WITH THE UTILITY
COMPANY.

PRIOR TO ANY DIGGING ON SITE, CONTRACTOR TO CALL 1-800-272-1000

(NEW JERSEY ONE—CALL CENTER) TO HAVE EXISTING UNDERGROUND UTILITIES
LOCATED.

CONSTRUCTION CONTRACTOR TO ASSIGN AN INDIVIDUAL DESIGNATED AS A
SITE SUPERVISOR RESPONSIBLE FOR CONSTRUCTION SAFETY DURING THE
COURSE OF SITE IMPROVEMENTS.
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DEMOLITION NOTES:

1. CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OF ANY DAMAGE TO EXISTING
IMPROVEMENTS OR LANDSCAPING WHICH IS TO REMAIN AT NO EXPENSE TO
THE OWNER.

2. THIS MAP WAS COMPLETED FOR GENERAL PLANNING ONLY, FOR DESIGN
PURPOSES THIS MAP SHOULD BE FIELD CHECKED AND VERIFIED FOR
ACCURACY.

3. CONTRACTORS AND SUBCONTRACTORS SHALL OBTAIN, AT CONTRACTORS
EXPENSE, ALL NECESSARY PERMITS.

4. THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION, PROTECTION AND
REPAIR OF ALL EXISTING UTILITIES. CONTRACTOR IS RESPONSIBLE FOR
CONTACTING ALL THE RESPECTIVE UTILITY COMPANIES AND HAVING ALL
UTILITIES FIELD LOCATED PRIOR TO CONSTRUCTION. CONTRACTOR IS
RESPONSIBLE FOR VERIFYING ALL LOCATIONS OF EXISTING STRUCTURES AND
UTILITIES SHOWN ON THE DRAWINGS. CONTRACTOR IS RESPONSIBLE FOR
REPAIR AND/OR REPLACEMENT OF ANY STRUCTURES AND/OR UTILITIES
DAMAGED BY THE CONTRACTORS OR SUBCONTRACTORS OPERATIONS.

5. CONTRACTOR TO STAKE OUT ALL NEW WORK TO VERIFY DIMENSIONS AND
ELEVATIONS PRIOR TO CONSTRUCTION IF A CONFLICT EXISTS CONTACT
ENGINEER IMMEDIATELY.

6. ALL EXISTING SITE LIGHT POLES, FIXTURES AND OVERHEAD WIRING ARE
OWNED BY THE UTILITY COMPANY. ALL DISCONNECTS AND REMOVALS SHALL
BE BE COORDINATED WITH UTILITY COMPANY. PRIOR TO ANY WORK
CONTRACTOR SHALL SUBMIT TO THE VA A PROTOCOL FOR REMOVAL OF
UTILITY OWNED EQUIPMENT. IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY
TO PROPERLY DISPOSE OF EQUIPMENT AS COORDINATED WITH THE UTILITY
COMPANY.

N

PRIOR TO ANY DIGGING ON SITE, CONTRACTOR TO CALL 1-800-272-1000

(NEW JERSEY ONE—CALL CENTER) TO HAVE EXISTING UNDERGROUND UTILITIES
LOCATED.

8. CONSTRUCTION CONTRACTOR TO ASSIGN AN INDIVIDUAL DESIGNATED AS A
SITE SUPERVISOR RESPONSIBLE FOR CONSTRUCTION SAFETY DURING THE
COURSE OF SITE IMPROVEMENTS.
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EXISTING CONDITIONS & DEMOLITION PLAN

1 SCALE: 1" = 30’

MATCH LINE GS-103

ATCH \LINE GS—-102

—

DEMOLITION NOTES:

1.

CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OF ANY DAMAGE TO EXISTING
IMPROVEMENTS OR LANDSCAPING WHICH IS TO REMAIN AT NO EXPENSE TO
THE OWNER.

THIS MAP WAS COMPLETED FOR GENERAL PLANNING ONLY, FOR DESIGN
PURPOSES THIS MAP SHOULD BE FIELD CHECKED AND VERIFIED FOR
ACCURACY.

CONTRACTORS AND SUBCONTRACTORS SHALL OBTAIN, AT CONTRACTORS
EXPENSE, ALL NECESSARY PERMITS.

THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION, PROTECTION AND
REPAIR OF ALL EXISTING UTILITIES. CONTRACTOR IS RESPONSIBLE FOR
CONTACTING ALL THE RESPECTIVE UTILITY COMPANIES AND HAVING ALL
UTILITIES FIELD LOCATED PRIOR TO CONSTRUCTION. CONTRACTOR IS
RESPONSIBLE FOR VERIFYING ALL LOCATIONS OF EXISTING STRUCTURES AND
UTILITIES SHOWN ON THE DRAWINGS. CONTRACTOR IS RESPONSIBLE FOR
REPAIR AND/OR REPLACEMENT OF ANY STRUCTURES AND/OR UTILITIES
DAMAGED BY THE CONTRACTORS OR SUBCONTRACTORS OPERATIONS.

CONTRACTOR TO STAKE OUT ALL NEW WORK TO VERIFY DIMENSIONS AND
ELEVATIONS PRIOR TO CONSTRUCTION IF A CONFLICT EXISTS CONTACT
ENGINEER IMMEDIATELY.

ALL EXISTING SITE LIGHT POLES, FIXTURES AND OVERHEAD WIRING ARE
OWNED BY THE UTILITY COMPANY. ALL DISCONNECTS AND REMOVALS SHALL
BE BE COORDINATED WITH UTILITY COMPANY. PRIOR TO ANY WORK
CONTRACTOR SHALL SUBMIT TO THE VA A PROTOCOL FOR REMOVAL OF
UTILITY OWNED EQUIPMENT. IT SHALL BE THE CONTRACTOR’'S RESPONSIBILITY
TO PROPERLY DISPOSE OF EQUIPMENT AS COORDINATED WITH THE UTILITY
COMPANY.

PRIOR TO ANY DIGGING ON SITE, CONTRACTOR TO CALL 1-800-272-1000

(NEW JERSEY ONE—CALL CENTER) TO HAVE EXISTING UNDERGROUND UTILITIES
LOCATED.

CONSTRUCTION CONTRACTOR TO ASSIGN AN INDIVIDUAL DESIGNATED AS A

SITE SUPERVISOR RESPONSIBLE FOR CONSTRUCTION SAFETY DURING THE
COURSE OF SITE IMPROVEMENTS.
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DEMOLITION NOTES:

1. CONTRACTOR IS RESPONSIBLE FOR THE REPAIR OF ANY DAMAGE TO EXISTING
IMPROVEMENTS OR LANDSCAPING WHICH IS TO REMAIN AT NO EXPENSE TO
THE OWNER.
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2. THIS MAP WAS COMPLETED FOR GENERAL PLANNING ONLY, FOR DESIGN
PURPOSES THIS MAP SHOULD BE FIELD CHECKED AND VERIFIED FOR
ACCURACY.

3. CONTRACTORS AND SUBCONTRACTORS SHALL OBTAIN, AT CONTRACTORS
EXPENSE, ALL NECESSARY PERMITS.

BUILDING #

LP3184

N

1p3406 BUILDING
#15A

4. THE CONTRACTOR IS RESPONSIBLE FOR THE LOCATION, PROTECTION AND
REPAIR OF ALL EXISTING UTILITIES. CONTRACTOR IS RESPONSIBLE FOR
CONTACTING ALL THE RESPECTIVE UTILITY COMPANIES AND HAVING ALL
UTILITIES FIELD LOCATED PRIOR TO CONSTRUCTION. CONTRACTOR IS
RESPONSIBLE FOR VERIFYING ALL LOCATIONS OF EXISTING STRUCTURES AND
UTILITIES SHOWN ON THE DRAWINGS. CONTRACTOR IS RESPONSIBLE FOR
REPAIR AND/OR REPLACEMENT OF ANY STRUCTURES AND/OR UTILITIES
DAMAGED BY THE CONTRACTORS OR SUBCONTRACTORS OPERATIONS.

THIS EXISTING POLE
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5. CONTRACTOR TO STAKE OUT ALL NEW WORK TO VERIFY DIMENSIONS AND
ELEVATIONS PRIOR TO CONSTRUCTION IF A CONFLICT EXISTS CONTACT
ENGINEER IMMEDIATELY.

6. ALL EXISTING SITE LIGHT POLES, FIXTURES AND OVERHEAD WIRING ARE
OWNED BY THE UTILITY COMPANY. ALL DISCONNECTS AND REMOVALS SHALL
BE BE COORDINATED WITH UTILITY COMPANY. PRIOR TO ANY WORK
CONTRACTOR SHALL SUBMIT TO THE VA A PROTOCOL FOR REMOVAL OF
UTILITY OWNED EQUIPMENT. IT SHALL BE THE CONTRACTOR’S RESPONSIBILITY
TO PROPERLY DISPOSE OF EQUIPMENT AS COORDINATED WITH THE UTILITY
COMPANY.

/ LIGHT POLE,
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\ 7. PRIOR TO ANY DIGGING ON SITE, CONTRACTOR TO CALL 1-800-272-1000

(NEW JERSEY ONE—CALL CENTER) TO HAVE EXISTING UNDERGROUND UTILITIES
LOCATED.

8. CONSTRUCTION CONTRACTOR TO ASSIGN AN INDIVIDUAL DESIGNATED AS A
SITE SUPERVISOR RESPONSIBLE FOR CONSTRUCTION SAFETY DURING THE
COURSE OF SITE IMPROVEMENTS.
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KEYED NOTES:

@ CONTRACTOR SHALL PROVIDE & INSTALL WIREWAY, JUNCTION

BOX & ALL APPURTENANCES TO REROUTE EXISTING 4"
CONDUIT THAT ENTERS COMMUNICATIONS JUNCTION BOX.

EXISTING CONDUIT SHALL BE REROUTED SUCH THAT IT DOES
NOT ENTER THE COMMUNICATIONS JUNCTION BOX AND ENTERS
THE NEW POWER JUNCTION BOX.

DRAWING GS-702.

REFER TO DETAIL #4 ON

@ REFER TO DRAWING GS—702 FOR CONTINUATION.

GENERAL NOTE:

1. ALL UNDERGROUND CONDUIT AS SHOWN IS EXISTING.
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KEYED NOTES:

@ CONTRACTOR SHALL PROVIDE & INSTALL 1%” RIGID CONDUIT
RUN UP THE EXTERIOR OF BLDG. #7. CONDUIT SHALL BE
RUN INTO BLDG. #7 ABOVE CEILING TO EXISTING EDP.

h

\
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@ CONTRACTOR SHALL PROVIDE ALL APPURTENANCES AS
REQUIRED TO CONNECT NEW 1%” RIGID CONDUIT TO EXISTING
1%" CONDUIT CAPPED AT THIS LOCATION.
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GENERAL NOTE:
1. ALL UNDERGROUND CONDUIT AS SHOWN IS EXISTING.
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CONDUIT.
BUILDING.

N\ 1®

@ (9#1 & (1)#6 GND IN EXISTING/NEW 1%"

PROVIDE & INSTALL 1%” RIGID CONDUIT
ON THE BUILDING EXTERIOR & WITHIN THE

ONE LINE DIAGRAM BUILDING #7

EXISTING CIRCUITS

SLP-2

N.T.S.
NOTE:

@CONTRACTOR SHALL PROVIDE AND INSTALL NEW 60A 3 POLE BREAKER
WITH THE APPROPRIATE TERMINAL LUGS TO TERMINATE THE #4/0
CONDUCTORS ON THE BREAKER.

PANELBOARD

SQUARE D’ HCN

EXISTING PANEL
OR—-EQ-MDP—C BLDG. #1
C—LEVEL 400A 208/120V 3 4W.

[a Y]

:) 400A

56OA@

N JEN

EXISTING CIRCUITS

SLP—1

B) (M)# 4/0 & (1)#2 GND IN EXISTING/NEW 4”
CONDUIT.
WITHIN THE BUILDING.

ONE LINE DIAGRAM BUILDING #1

PROVIDE & INSTALL 4" RIGID CONDUIT

N.T.S.
NOTE:

@CONTRACTOR SHALL PROVIDE AND INSTALL NEW 60A 3
POLE BREAKER WITH THE APPROPRIATE TERMINAL LUGS TO

TERMINATE THE #4/0 CONDUCTORS ON THE BREAKER.

[~ | 10 5%

1"%e”
FRONT VIEW

s
)

SIDE VIEW

1. TYPE B POLE MOUNTED LIGHTING FIXTURE SHALL BE MODEL#
ISA—WP9—-LE3—-120L—-4K—-208—-SG—-DF BY KIM LIGHTING OR APPROVED

EQUAL.

LED'S SHALL BE 4300K.

2. TYPE A POLE MOUNTED LIGHTING FIXTURES SHALL BE MODEL#
2SB—WP9—LE3—120L—4K-208—-SG—DF BY KIM LIGHTING OR APPROVED

EQUAL.

LED'S SHALL BE 4300K.

SITE LIGHTING FIXTURE

N.T.S.

1

51 %6”

10%6”

POWER PANEL - (SLP-2)

THHN/THWN COPPER CONDUCTOR

UNLESS OTHERWISE NOTED.

TYPE: SQUARE ‘D’ NQ 2.ALL CIRCUITS SHALL HAVE FULL
RATING: 208/120V 38 4W SIZE INSULATED GREEN GROUND
MAINS: 225A/60A, MCB UNLESS OTHERWISE NOTED.
BRANCHES: 10,000 AIC 3.ALL CONDUCTORS FOR SITE
BRACING: 10,000 AIC
ENOLOSURE:  NEMA LIGHTING CIRCUITS SHALL BE RUN
POLES: Y IN EXISTING 1%” CONDUITS.
) 4,POWER PANEL SHALL BE LOCATED
WITHIN SLCC-2.
LOAD CONDUCTORS C.B. C.B CONDUCTORS LOAD
SITE LIGHTING BLDG. 1 PARKING|  (2)#6 & (1)#10 GND 20 ‘—i 21 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
! P 4 { !
SITE LIGHTING BLDG. 2 ROADWAY|  (2)#6 & (1)#10 GND 20 ii ii 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
! - & f !
SITE LIGHTING BLDG. 2 PARKING|  (2)#6 & (1)#10 GND 20 ii T\‘i 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
! M 2 { !
SITE LIGHTING ROADWAY (2)#6 & (1)#10 GND 20 ﬂi i‘i 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
! = By { !
SITE LIGHTING BLDG. 17 PARKING|  (2)#6 & (1)#10 GND 20 ii T\‘i 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
+ I N I ! !
SITE LIGHTING BLDG. 3 PARKING|  (2)#6 & (1)#10 GND 20 & ig 20 (2)#8 & (1)#10 GND  [SITE LIGHTING BLDG. 1 PARKING
! ! P 2 2y { !
SITE LIGHTING BLDG. 1 REAR PARKING (2)#6 & (1)#10 GND 20 ET\ %! 20 (2)#6 & (1)#10 GND  [SITE LIGHTING BLDG. 3 PARKING
! P = 2y { !
SITE LIGHTING BLDG. 1 REAR PARKING (2)#6 & (1)#10 GND 20 (2 01 20 (2)#6 & (1)#10 GND SITE LIGHTING BLDG. 1 REAR PARKING
! PP 29 f !
LIGHTING CONTROL (2)#12 & (1)#12 GND 3/4"C| 20 [Nt M34
35 ML M36
137 MU M38]
139 A\_¢Lr40]
|41 M\_{r\42]

NOTES:

POWER PANEL - (SLP-1)

TYPE:
RATING:
MAINS:
BRANCHES:
BRACING:
ENCLOSURE:
POLES:

SQUARE D’ NQ
208/120V 3¢ 4W
225A/60A, MCB

10,000 AIC
10,000 AIC
NEMA 1

42

1.ALL WIRE SHALL BE DUAL RATED
THHN/THWN COPPER CONDUCTOR

UNLESS OTHERWISE NOTED.

2.ALL CIRCUITS SHALL HAVE FULL
SIZE INSULATED GREEN GROUND

UNLESS OTHERWISE NOTED.

3.ALL CONDUCTORS FOR SITE

LIGHTING CIRCUITS SHALL BE RUN

IN EXISTING 15" CONDUITS.

4.POWER PANEL SHALL BE LOCATED

WITHIN SLCC-1.

SETTING.
=) =PaSfe="0: EXISTING POURED
)@Q%gg@.@éb@ga@%%% CONCRETE PAD. U
7 <j<7 Va Ov \a
@Q@%g.@go@g@go@ggg%g% : SITE LIGHTING POLE BASE PLATE DETAIL
OB S0 B e N.T.S.
ELEVATION ] EXPANSION JOINT
” FINISH GRADE
18
FOUR AT e, EXISTING POLE LIGHTING ANCHOR BOLT TEMPLATE
R5/8" TYP.
\‘*r\ o _\ ” N.T.S.
P , P ——EXISTING 1%
L ANCHOR BOLT (TYP.)
AN
_ ! _ * " EXISTING CONCRETE BASE
479
a | a
h h NOTE:
L RN T AN o ORE SrahLTH LOAD CONDUCTORS __ [C.B. C.B CONDUCTORS LOAD
TOP VIEW GRAY MANUFACTURED BY AMERICAN LITE SITE LIGHTS BLDG. 11 (2)#6 & (1)#10 GND 20 Li 2 20 (2)#8 & (1)#10 GND SITE LIGHTS BLDG. 16
POLE OR APPROVED EQUAL. POLE MUST NOTE: ! = 47 ! !
MATCH EXISTING ANCHOR BOLT TEMPLATE. 1. TYPE C LIGHT BOLLARD FIXTURE TO BE SITE LIGHTS BLDG. 11 (2)#8 & (1)#10 GND 20 & 2750 | (2)#8 & (1)#10 GND SITE LIGHTS BLDG. 15
NOTES MODEL #GEM1—LED—LG BY KIM LIGHTING ; 8
1. CABINET ENCLOSURE SHALL BE CUSTOM FABRICATED LIGHT POLE OR APPROVED EQUAL. ! s 2 ! 1
OF 0.125” MIN. ALUMINUM. COORDINATE EXACT NTS SITE LIGHTS BLDG. 16 PARKING (2)#6 & (1)#10 GND 20 im i‘i 20 (2)#6 & (1)#10 GND SITE LIGHTS BLDG. 18
MOUNTING OF CABINET TO CONCRETE PAD WITH e * T 2 * i
CABINET MANUFACTURER.
2. CONTROL CABINET ENCLOSURE SHALL BE SIZED AS BOLLARD LIGHTING FIXTURE SITE LIGHTS BLDG. 16 PARKING (2)#6 & (1)#10 GND 20 ﬂi i‘i 20 (2)#6 & (1)#10 GND SITE LIGHTS BLDG. 5
APPROPRIATE TO CONTAIN SLP POWER PANELS, N.T.S. i [ = LI ! !
3. B'SmLN?S Cﬁg@fpﬁg{gﬁ;ﬁ&ﬁm CONTROL SITE LIGHTS BLDG. 16 PARKING (2)#6 & (1)#10 GND 20 ii i‘— 20 (2)#6 & (1)#10 GND SITE LIGHTS BLDG. 5A
CABINET (SLCC#1 & #2) 1 712 00 ! !
SITE LIGHTS BLDG. 16 PARKING (2)#6 & (1)#10 GND 20 ﬂi IQ 20 (2)#8 & (1)#10 GND SITE LIGHTS BLDG. 6
! i ® ! 1
TYPICAL SITE LIGHTING CONTROL CABINET DETAIL LIGHTING CONTROL (2)#12 & (1)#12 GND 3/47c| 20 [BUPE] 20 (2)#6 & (1)#10 GND | SITE LIGHTS BLDG. 18 PARKING
NT.S. 27T ! ]
29/ 0 20 (2)#6 & (1)#10 GND SITE LIGHTS BLDG. 18 PARKING
S A ! o
33~} e
EXISTING PANEL EDP BLDG #7
SIEMENS/EAST
COAST P,/ANELBOARD T 1600A 208/120V 3¢ 4W 20" i
37N\ M\38]
) 16004 355 30 || ~vio]
4 _{e2
2 \ NOTES:
N 1.ALL WIRE SHALL BE DUAL RATED
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LOCATION OF NEW 4” —
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SLP-1/30,32 SPARE SPARE SPARE SPARE SPARE
@ NOTES: NOTES:
] B B C © ] r 1. LIGHTING CONTACTORS AND RELAYS SHALL BE LOCATED WITH SLCC-1. LIGHTING CONTACTORS AND RELAYS SHALL BE LOCATED WITH SLCC—2
] 2. PHOTOCELL SHALL BE LOCATED AWAY FROM ARTIFICIAL LIGHT SOURCE. 2. PHOTOCELL SHALL BE LOCATED AWAY FROM ARTIFICIAL LIGHT SOURCE.
APPROXIMATE LOCATION OF MOUNT PHOTCELL ON THE EXTERIOR OF SLCC—1. MOUNT PHOTCELL ON THE EXTERIOR OF SLCC—2.
EXISTING COMMUNICATIONS
JUNCTION BOX & NEW POWER
JUNCTION BOX ON EXTERIOR OF 2 SITE LIGHTING CONTROL SCHEMATIC FOR SLCC-1 3 SITE LIGHTING CONTROL SCHEMATIC FOR SLCC-2
— | i — — | N.T.S. N.T.S.
1 PARTIAL C-LEVEL FLOOR PLAN
SCALE: 1/16" = 1-0
EXISTING
COMMUNICATIONS
NEW NEMA 3R POWER JUNCTION
JUCTION BOX BOX SIZED AS REQUIRED.
_ - INTERIOR WALL
\FIRE RATED
MASONRY WALL ALASTOMERIC FIRESTOP
" SEALANT CAULK TO
MAXIMUM SIZE 2" LARGER
THAN PIPE SIZE. MINIMUM MAINTAIN FIRE RATING
SIZE s” LARGER THAN
PIPE SIZE. R APPROVED EOUAL 3" STAINLESS STEEL
x ' MINIMUM  THICKNESS. ESCHUTCHION PLATE N
EXISTING 8 K
?T(LSJSE%E STANDPIPE x .
CONNECTION CONNECTION
. e~
| | 3
| | 2
0 r" BEAD OVERLAPPING \ 8 ——————————————————— g
~ L WALL SURFACE CONDUIT OR k
N s 4 \ CABLE TRAY
NEW NEMA 3R WIREWAY
COMMUNICATION
EXISTING 3 Y - /
CONDUITS———( | D 55'83&%&? o / SHEET METAL SLEEVE ¥WALI_ CONSTRUCTION
GRADE V _#_
2\ BUILDING #1 COMMUNICATION JUNCTION BOX MODIFICATION CONDUIT PENETRATION
N.T.S. 5 IN FIRE RATED MASONRY PARTITION 6 RATED WALL PENETRATION DETAIL
N.T.S. N.T.S.
NOTES:
(D CONTRACTOR SHALL REMOVE PORTION OF EXISTING EMPTY 4”
CONDUIT TO ALLOW INSTALLATION OF NEW WIREWAY.
@)NEW POWER CABLES SHALL BE ROUTED THROUGH EXISTING
EMPTY 4” CONDUIT INTO NEW WIREWAY AND UP INTO NEW
POWER JUNCTION BOX.
(® CORE DRILL PENETRATION THROUGH BACK OF BOX INTO
BUILDING #1.
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